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UNLESS SHOWN OTHERWISE ON PLANS.
GREASE TRAPS LOCATED WITHIN PARKING OR DRIVE AREAS SHALL
BE DESIGNED AND CONSTRUCTED FOR H—20 LOAD RATING.

ALL PIPE SIZES SHALL MATCH INLET/OUTLET NOMINAL PIPE SIZES.
2. SET INLET INVERT 3" £ 0.5” ABOVE OUTLET INVERT.

3. PIPE & FITTINGS SHALL BE SOLVENT WELD SCHD.40 PVC
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